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200 Business Parkway, Suite G  Royal Palm Beach, FL. 33411

Test Date:

Location: 

*DIAGRAM*

(Include direction, street names, fire hydrant locations, intersections, and water main sizes)

200 Business Parkway, Suite G

Test Time:

Hydrant 2: Flow Reading (gpm):

Hydrant 1: Static Reading (psi): Residual Reading (psi): 

Tested By: 

Assigned Date: 

Royal Palm Beach, FL. 33411561-792-9690

From: 

Phone: 

Fax: 561-792-3023

Southern Fire Protection, Inc.

Flow Test Information Sheet

Request Date: Company: Southern Fire Protection, Inc.
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Bradley Touchet
Callout
HYDRANT #2 (FLOW)
1300 gpm

Bradley Touchet
Callout
HYDRANT #1 (STATIC)
82 psi
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	SFP Flow Test Information Sheet(fillable).pdf
	24-Hour_PSI_Results.pdf

	Request Date: 7/6/22
	From: BOHLER ENGINEERING
	Location: 1440 SW 28th STREET, POMPANO BEACH, FL.
	Hydrant 1 Static Reading psi: 82
	Residual Reading psi: 80
	Hydrant 2 Flow Reading gpm: 1300 (60psi)
	Assigned Date: 7/13/22
	Test Date: 7/13/22 - 7/14/22
	Tested By: SFP / PBFR
	Test Time: 08:21


