
BRIiIAARD' N
COUNTY

HYDRANT FLOW AND PRESSURE TEST RESULTS

DATE: 0813012021 WORK ORDER: 1459819 

cusToMER NAME: Absolute Fire Protection Attn: Kevin Benoit
ADDRESS: 3501 NW 14th Ave., Pompano Beach, FL 33069
PHoNE #: 954-648-9407 FAX#
LOCATION: 5100 NE 13th W"y, Pompano Beach, FL 33069
Press. HYDRANT #1: PHR 29000025 LOGGER SN# 341201
Flow HYDRANT #2: PHR 29000030 LOGGER SN# 341203
Flow HYDRANT #3: PHR LOGGER SN# NA

Flow calculated with a discharge coefficient of .90

EQUIPMENT USED:

TELOGER model HPR-31 ( Serial numbers listed above )

POLLARD DIFFUSER 2,5 in

BOARD OF COUNTY COMMISSIONERS
Public Works Department
WATER AND WASTEWATER SERVTCES (VlnVS)

2555 W. COPANS RD., POMPANO BEACH FL 33069
(e54) 831-3250 FAx (e54) 831-0789

PRESSURE TEST RESULTS

HYDRANT # 1 DATE TIME PRESSURE
STATIC 8t30t2021 1:25:00 PM 78.60073 PSt
RESIDUAL 8t30t2021 1:31:30 PM 77.70208 PSt

HYDRANT # 2 DATE TIME FLOW
FLOW One 8t30t2021 1:31:30 PM 1001.9 GPM
PRESSURE 8t30t2021 1:31:30 PM 77.70208 PSt

HYDRANT # 3 DATE TIME FLOW
FLOW One NA NA NA
PRESSURE NA NA NA

A Service of Broward County Boaid of,Coung Commissioners www.broward.org
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Telogers forWindows 6.68 Build: 501 printed this table on91112021 8:18:24AM

Channel Plot 1:

Page 1

Time

2356 8l3Ol2O21 'l:24:10 PM

2357 813012021 1:24:'15 PM

2358 8130t20211'.24:20PM

2359 8130120211'.24:25PM

2360 8l3Ot2O21 't:24:30 PM

2361 8l3Ol2O21 1:24:35 PM

2362 813012021 1:24:40 PM

2363 8l3Ol2O21 1:24:45 PM

2364 8l3Ol2O21 1:24:50 PM

2365 813012021 1:24:55 PM

2366 8l3Ol2O21 1:25:00 PM

is61- agotzo2l t:25:os PM

2368 8l3Ol2O21 1:25:10 PM

2369 813012021 1:25:15 PM

2370 8t3Ol2O21 1:25:20 PM

2971 8l3Ol2O21 1:25:25 PM

2372 8lg1l2}211:25:30PM

2973 8130120211:25:35PM

2374 813012021 1:25:40 PM

2975 8lg}l2)21 1:25:45 PM

2376 8l3Ol2O21 1:25:50 PM

2377 813012021 1:25:55PM

2378 813012021 1:26:00PM

2379 8l3Ol2O21 1:26:05 PM

2380 8t30120211:26:10PM

2381 8l3Ol2O21 1:26:15 PM

2382 813012021 1:26:20PM

2383 8l3Ol2O21 1:26:25 PM

2384 8tg}t2121 1:26:30 PM

2385 8130120211:26:35PM

2386 813012021 1:26:40 PM

2387 8l3Ol2O21 1:26:45 PM

2388 8lg}l2}21 1:26:50 PM

2389 813012021 1:26:55 PM

2390 813012021 1:27:00 PM

2391 8l3Ol2O21 1:27:05 PM

2392 8lg}l2121 1:27:10PM

2393 8l3Ol2O21 1:27:15 PM

2gg4 8l3Ot2O21 1:27:2OPM

2395 8l3Ol2O21 1:27:25PM

2396 8l3Ol2O21 1:27:30PM

2397 813012021 1:27:35PM

2398 813012021 1:27:40 PM

2399 813012021 1:27:45PM

24OO 8t3Ol2O21 1:27:50 PM

2401 8l3Ol2O21 1:27:55 PM

2402 813012021 1:28:00 PM

2403 813012021 1:28:05PM

2404 8lg}l2121 1:28:10 PM

24OS 8l3}t2)2'l 1 :28:1 5 PM

24OO 8l3Ol2O21 1:28:20 PM

2407 813012021 1:28:25PM

24OB 8lg}l2121 1:28:30 PM

341201 Pressure
Avg

77.87057

77.87057

77.81441

77.64591

77.75824

77.89866

78.51649

78.62881

78.6569

78.6569

78.60073

78.74115

78.79732

78.93773

78.29182

78.29182

78.34798

78.26374

78.26374

78.06715

77.87057

78.23566

78.26374

78.12332

78.06715

78.15141

78.06715

78.15141

78.03907

78.26374

78.71307

78.62881

78.51649

78.60073

78.34798

77,87057

78.09524

78.37607

78.12332

77.95483

77.84249

78.46032

78.71307

78.82s39

79.'.t0622

78.82539

77.50549

76.10134

76.04518

76.35409

76.24176

75.96093

76.0171 AAC
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Telogers for Windows 6.68 Build: 501 printed this table on 91112021 8:27:22 AM page 1

Channel Plot 1:

Time

2425 813012021 1:29:55PM

2426 813012021 1:30:00 PM

2427 81301202'1 1:30:05 PM

2428 8t3Ot2O21 1 :30:1 0 PM

2429 8tg}l2}21 1 :30:1 5 PM

2430 8l3Ot2O21 1:30:20 PM

2431 813012021 1:30:25 PM

2432 8t3Ot2O21 1:30:30 PM

2433 8l3Ol2O21 1:30:35 PM

2434 813012021 1:30:40 PM

2435 81301202'1 1:30:45 PM

2436 8l3Ol2O21 1:30:50 PM

2437 813012021 1:30:55PM

2438 813012021 1:31:00 PM

2439 8l3Ol2O21 1:31:05 PM

2440 813012021 1:31:10 PM

2441 813012021 1:31:15 PM

2442 8t30t20211:31:20 PM

2443 8130t20211:31:25PM

2444 8130120211:31:30 PM

iiqs gt3ot2o21 1:31:35 PM

2446 813012021 1:31:40 PM

2447 8lg1l2121 1:31:45 PM

2448 813012021 1:31:50 PM

2449 813012021 1:31:55PM

2450 813012021'l:32:00PM

2451 813012021 1:32:05PM

2452 813012021 'l:32:10 PM

2453 813012021 1:32:15 PM

2454 8l3Ol2O21 1:32:20 PM

2455 8l3Ot2O21 1:32'.25PM

2456 8t3Ol2O21 1:32:30 PM

2457 8lg}l2121 1:32:35 PM

2458 8t3Ol2O21 1:32:40 PM

2459 81301202'1 1:32:45 PM

2460 813012021 1:32:50PM

2461 813012021 1:32:55PM

2462 8t3012021 1:33:00 PM

2463 8t3Ol2O21 'l:33:05 PM

2464 813012021 1:33:10 PM

2465 813012021 1:33:15 PM

2466 813012021 1:33:20 PM

2467 813012021 1:33:25 PM

2468 81301202'1 1:33:30 PM

2469 8l3Ol2O21 1:33:35 PM

2470 8lg}l2121 1:33:40 PM

2471 8tg1l2121 1:33:45 PM

2472 8l3Ot2O21 1:33:50 PM

2473 8l3)l2}2'l 1:33:55 PM

2474 8l3)l2}2'l1:34:00PM

2475 8l3Ol2O21 1:34:05 PM

2476 813012021 1:34:10 PM

2477 8l3Ol2O21 1:34:15 PM

341201 Pressure
Avg

78.54457

78.82539

78.82539

79.13431

79.24664

79.02198

78.51 649

78.15141

78.20757

78.12332

78.09524

77.92674

77.95483

78.03907

77.87057

78.09524

78.03907

78.06715

77.87057

77.70208

77.58974

77.75824

77.61783

77.92674

78.29182

78.96581

78.68498

78.71307

78.96581

78.71907

78.88156

78.74115

78.76929

78.71307

78.4884

78.6569

78.43224

78.26374

78.29182

78.3199

77.92674

77.75824

77.84249

77.95483

78.03907

77.95483

77.84249

78.06715

78.12332

78.23566

78.34798

78.4884

78.6569 AAC
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341201Pressure (PSl

12:00:00AM
8t31t2021

12:00:00 PM
8t31t202',1
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341203 Pressure

1:28:00 PM
8t30t2021

1:29:00 PM
8t30n021

1:30:00 PM
8130no21

1:31:00 PM
8t30t2021

1:32:00 PM
a30no21

1:33:00 PM
8t30t2021

1:34:00 PM
8130t2021
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TelogersforWindows6.6SBuild: 501 printedthistableon9lll202l 8:29:11AM Pagel

Channel Plot 1:

Time

2434 8lg)l2121 1:29:55 PM

2435 8t30t20211:30:00PM

24g6 8t3Ot2O21 1:30:05 PM

2497 8t30120211:30:10 PM

24gA 8lg}l2}21 1:30:15 PM

2439 8130120211:30:20PM

2440 8t30120211:30:25PM

2441 813012021 1:30:30 PM

2442 8t30t20211:30:35PM

2443 8t30t20211:30:40PM

2444 813012021 1:30:45 PM

2445 8t3Ol2O21 1:30:50 PM

2446 8130t20211:30:55PM

2447 813012021 1:31:00 PM

ZqqA 8BOI2O21 1:31:05 PM

2449 8lg}l2}21 1 :31 :1 0 PM

2450 8l3Ol2O21 1:31:15 PM

2451 8l3Ol2O21 1:31:20 PM

2452 8l3Ol2O21 1:31:25 PM

2453 813012021 1:31:30 PM

2454 8t3Ot2O21 1:31:35 PM

24is 8lgol2o21 1:31:40 PM

2456 8t3Ot2O21 1:31:45 PM

2457 8l3Ot2O21 1:31:50 PM

2458 8l3Ol2O21 1:31:55 PM

2459 8t30120211:32:00PM

246A 8BOI2O21 1:32:05 PM

2461 8lg1l2121 1:32:10 PM

2462 813012021 1:32:15 PM

2463 8t3Ot2O21 1:32.20PM

2464 8t3Ol2O21 1:32'.25PM

2465 8lg1t2121 1:32:30 PM

2466 8l3Ot2O21 1:32:35 PM

2467 8l3Ol2O21 1:32:40 PM

2468 8l3Ot2O21 1:32:45 PM

2469 8t3Ol2O21 1:32:50 PM

2470 8tg)t2}21 1:32:55 PM

2471 813012021 1:33:00 PM

247, 8BOl2o21 1:33:05 PM

2473 8tg1l2121 1 :33:1 0 PM

2474 8t3Ol2O21 1:33:15 PM

2475 8t3Ot2O21 1:33:20 PM

2476 8l3Ol2O21 1:33:25 PM

2477 8t3Ol2O21 1:33:30 PM

2478 8tg}l2121 1:33:35 PM

2479 8t3Ot2O21 1:33:40 PM

2480 8l3Ol2O21 1:33:45 PM

2481 8t3Ol2O21 1:33:50 PM

2482 8t3Ol2O211:33:55PM

2483 8t3Ol2O21 1:34:00 PM

2484 Et3Ot2O21 1:34:05 PM

2485 8t3Ot2O21 1 :34:1 0 PM

2486 813012021 1:34:'15 PM 

341203 Pressure Flow
Rate

1,032.5

1,023.2

986.1

1,021.3

994.3

1,038.5

979.5

998.1

988.3

975.3

1,047.9

1,024.8

1,013.3

1,002.7

979.7

1,033.2

1,007.4

1,062.9

1,060.4

1,001.9

1 ,03't .1

1,015.5

992.8

993.6

991.9

963.3

1,023.7

989.7

1 ,017.3

991.9

I,O2g.7

1,027.4

1,006.2

1 ,003.1

1,046.3

994.5

994.5

992.8

1,009.1

975.8

959.5

989.9

972.9

987.0

1 ,01 8.1

959.5

982.7

954.3

968.7

921 .6

942.4

870.4

762.9 AAC
PZ21-12000024
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BR:dI/VARD..
COUNTY

BOARD OF COUNTY COIMMISSIONERS

WATER AND WASTEWATER SERVICES (WWS)

CUSTOMER SERVICE CENTER
2555 WEST COPANS ROAD, BLDG, 1

POMPANO BEACH, FL 33069
(954) 831-3250 . water@broward.oro

E lrrecHeo:
o PHOTO tO (S)

@ SUPP DOCS

By

APPLICATION FOR FIRE HYDRANT PRESSURE & FLOW TEST

Complete the following and indicate service required by placing a check mark in the appropriate square.
Sign, date, and return to VVWS along with payment. Please include a map or sketch illustrating the location of the
testing area or hydrant to be tested.

tr

V

tr

. .. . .. ... . $1 50.00

Pressure and Flow Test including 24-hour chart recording........................,..$200.00

Tapping into Main (this would be rare but if necessary to accomplish any of the above,
in addition to all olhercharges)......,........... $30O.OO

CONTACT NAME: Kevin Benoit

BUSTNESS NAME. Absolute Fire Protection

LOCATTON ADDRE55, 5100 NE 13th Way 

STREET 

MATLTNGAoDREST 
g5Oi NW l4ft Ave ?*-,'pan.,'6el-cv. ft- 350t"9
","..

Pompano Beach 

CITY

FL 33069 

STATE 7tP + I 

PHONE: HOME: ( ) 

E-MATLADDRESS, /(ey,h@ei'tso\.rte f p:. C,r,,,n-

WORK: ( 954 ) 368-5050 1yqg11g r 9s4 1048-9407

DATE

Please allow a maximum of ten (10) working days to be notified of results of test(s) 

APPLICATION PACKAGE CAN BE SUBMITTED BY: 

Customer is contacted by phone.

i ,u y''l.l i, i .

I)A-I I; IJI
Mail or ln Person: Water & Wastewater Services (VVWS)

Customer Service Payment Center
2555 West Copans Road, Bldg. '1

Pompano Beach, FL 33069 

MAKE CHECKS PAYABLE TO: Watsr & Wastewator Sorvicgs or \,VWS

\.:lri*(l[( ,
, rit ( li\!

i,i

31oa
s &o oi,d

FOR INTERNAL USE ONLY:

$
OATE RECEIVEO CHECK NO. morJxr PAto cs REp

Fw H)drunt Prcrruru & l.-lot fe .4W - Reritcd t0-)0t9 AAC
PZ21-12000024
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